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2006 FIRE INSPECTOR RECERTIFICATION 
REFRESHER EXERCISE 

 
 
PLEASE PLACE YOUR ANSWERS ON THE ANSWER SHEET. YOU MUST HAVE 
BOTH PARTS OF THE ANSWER CORRECT IN ORDER TO SCORE THE POINTS. 
 

1. Is unattended fueling permitted at a marine motor fuel dispensing facility? 
A. YES 
B. NO                    Code Section: ______________________________ 

 
2. When conducting roofing operations or repairs, what type and size portable fire 

extinguisher is required on the roof?  
A. 4-A, stored pressure water extinguisher 
B. 60-B:C, dry chemical extinguisher 
C. 2-A, 10 B:C, wet chemical extinguisher 
D. 3-A, 40-B:C, multi-purpose extinguisher 
                                 Code section: ________________________________ 

 
3. Approved and listed delayed egress locks shall be permitted (under certain 

circumstances) to be installed on doors of any occupancy type, except; 
A. H, I and M 
B. R-1, H, and A 
C. A, E, and H 
D. R-4, E and B        Code Section: ________________________________ 

 
4. In an I occupancy, emergency evacuation must start within how many minutes of 

the activation of an alarm? 
A. 3 minutes 
B. 1 minute 
C. 2 minutes 
D. 60 minutes           Code Section: ________________________________ 

 
5. Where a building fire alarm system is installed, are the automatic fire suppression 

systems required to be monitored by the alarm system? 
A. Yes 
B. No                        Code Section: _________________________________ 

 
 



6.  Is the fire chief authorized to reduce the fire flow requirements for isolated 
buildings, where the development of full fire flow requirements is impractical? 

A. Yes 
B. No                 Code Section:_________________________________ 

 
7. Are fire alarm manual pull boxes  required as a part of the fire alarm system for 

all GROUP E occupancies, with an occupant load of 50 or more?  
A. Yes 
B. No                 Code Section: __________________________________ 

 
8. According to the International Fire Code, emergency and standby power systems 

shall be installed in accordance with which one of the following national 
standards? 

A. National Electrical Code 
B.  NFPA 1101 
C. ICC Electrical Code 
D. NFPA 1141             Code Section: ____________________________ 

 
9. The means of egress illumination shall not be less than ____________ at floor 

level. 
A. 1 foot candle 
B. 5 foot candle 
C. 2 foot candle 
D. 0.6 foot candle        Code Section: ______________________________ 

 
10. How long is a fire department required to keep “official records”? 

A. not less than 10 years 
B. not less than 5 years 
C. three years 
D. forever                        Code Section: ____________________________ 

 
 
 
 
 
 


